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SPECIMEN PASS-THRU
CABINET, AC-15

NURSE CALL AND CODE
BLUE CONNECTION TO
HILLROM HEADWALL.
ROUTE 1" CONDUIT EACH
TO NEAREST ACCESSIBLE
CEILING SPACE.

EXISTING TELEPHONE/DATA CLOSET.  ROUTE
AND TERMINATE ALL TELEPHONE/DATA
CABLES AT THIS LOCATION.  PROVIDE
PLYWOOD BACKBOARD ON NEW SECTION OF
WALL.  PROVIDE NEW DATA RACKS, PATCH
PANELS, ETC AS REQUIRED FOR A COMPLETE
SYSTEM.  EXTEND CABLE MANAGEMENT
SYSTEM TO NEW RACKS AS REQUIRED.

NURSE CALL
CONTROL PANEL

GENERAL NOTES:

1. NURSE CALL SYSTEM:  PROVIDE RAULAND RESPONDER NURSE CALL SYSTEM
INCLUDING NURSE CALL CONTROL PANEL, MASTER STATION AND ALL
DEVICES AND EQUIPMENT AS INDICATED ON PLANS.  SYSTEM SHALL BE
COMPATIBLE WITH EXISTING VA NURSE CALL SYSTEMS.  PROVIDE ALL
BACKBOX AND CONDUITS PER MANUFACTURERS RECOMMENDATIONS.
PROVIDE ALL LOW VOLTAGE WIRING AND MAKE CONNECTIONS PER
MANUFACTURERS RECOMMENDATIONS.

2. CONTRACTOR SHALL COORDINATE ALL DEVICE LOCATIONS WITH
ARCHITECTURAL ELEVATIONS.

3. PROVIDE A SYSTEM OF J-HOOKS SPACED EVERY 5' TO FACILITATE
INSTALLATION OF DATA/TELEPHONE.

4. PA SPEAKER SYSTEM:  APPROXIMATE LOCATION AND QUANTITY SHOWN FOR
PA SPEAKERS.  CONTRACTOR SHALL ACQUIRE LAYOUT FROM NICHOLS FIRE &
SECURITY.  PROVIDE ALL SPEAKERS, WIRE, AMPLIFIERS, ETC FOR A OMPLETE
SYSTEM.

5. CODE BLUE SHALL ANNUNICATE AT PBX.  COORDINATE EXACT LOCATION.

MOUNT @ 96" AFF.  COORDINATE
LOCATION WITH MOUNTING BRACKET.
TYPICAL FOR ALL EXAM ROOMS.
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K

J TYPE "J" FIXTURE, TYPICAL FOR ALL
EXAM ROOM HEADWALLS.  SEE POWER
PLAN FOR CIRCUIT INFORMATION.  SEE
DEDUCTIVE ALTERNATE INFORMATION
IN FIXTURE SCHEDULE.

K

SENSORSWITCH QUAD ON/OFF SWITCH,
PART # nPODM 4PDX.  MOUNTED IN HEADWALL.
TYPICAL FOR ALL EXAM/PROCEDURE ROOMS.

SENSORSWITCH QUAD ON/OFF SWITCH,
PART # nPODM 4PDX.  SWITCH TO CONTROL
EACH CEILING MOUNTED FIXTURE AND
UP/DOWN LIGHT OF HEADWALL FIXTURE
SEPARATELY.  TYPICAL FOR ALL EXAM/
PROCEDURE ROOMS.

GENERAL NOTES:

1. ALL FIXTURES ARE TYPE "A", UOI.
2. CONTRACTOR SHALL ACQUIRE SENSORSWITCH WIRING

DIAGRAM FROM VENDOR OR REPRESENTATIVE.  PROVIDE ALL
NECESSARY POWERPACKS/CONTROLS FOR A COMPLETE
SYSTEM.

3. LIGHTING CONTROL PANEL LOCATED IN ELECTRICAL ROOM
SHALL BE WATTSTOPPER, PART # LP8S-8-115 OR APPROVED
EQUAL.  ROUTE EXTERIOR LIGHTING CIRCUITS THROUGH
CONTROL PANEL.  PROVIDE LOW VOLTAGE EXTERIOR
PHOTOCELL, PART # EM024A2.  COORDINATE EXACT
LOCATION.

4. PROVIDE 120V POWER CONNECTION TO EXTERIOR BUILDING
MOUNTED SIGNAGE.  COORDINATE LOCATION WITH
ARCHITECTURAL EXTERIOR ELEVATIONS.  CIRCUIT TO 20A/1P
CIRCUIT BREAKER IN PANEL "1BR2".

PANEL "1BCH"

EX. PANEL
"1BL"

3 1BCH
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"E1" CONNECTION TO PATIENT HEADWALL UNIT
TO BE INCLUDED IN DEDUCTIVE ALTERNATE #5.
PROVIDE DUPLEX RECEPTACLE MOUNTED AT 69"
ON CENTER UPON ACCEPTACLE OF DEDUCTIVE
ALTERNATE.  CONNECT RECEPTACLE TO CIRCUIT
SHOWN.  TYPICAL FOR ALL HEADWALL LOCATIONS.

"N1" CONNECTION TO  HILLROM HEALLWALL
LIGHT FIXTURE TO BE INCLUDED IN DEDUCTIVE
ALTERNATE#5.

"E1"

PANEL "1BCH"

EX. PANEL
"IBR2"

EX. PANEL
"ERB"

GENERAL NOTES (SHEETS EP101 - EP103):

1. COORDINATE ALL WORK WITH ARCHITECTURAL PHASING PLAN.
2. COORDINATE ALL DEVICE LOCATIONS AND MOUNTING HEIGHTS

WITH ARCHITECT ELEVATIONS.  COORDINATE LOCATION OF
DEVICES LOCATED UNDER COUNTER WITH CABLE TRAYS.

3. PROVIDE 120V POWER CONNECTION TO ALL SINGLE DUCT AIR
TERMINAL UNITS.  SEE MECHANICAL FOR LOCATION OF UNITS.
CIRCUIT TO EMERGENCY PANEL "ER2" WITH (6) UNITS PER
CIRCUIT.

4. PROVIDE (22) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "ER2".
5. PROVIDE (15) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "ERR".
6. PROVIDE (7) NEW 20A/1P CIRCUIT BREAKER IN PANEL "ERB".
7. PROVIDE (3) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "1BCH".
8. PROVIDE (3) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "1BL".
9. PROVIDE (3) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "1BR-3".
10. PROVIDE 120V EMERGENCY POWER CONNECTION TO ALL SMOKE

DAMPERS.  COORDINATE WITH FIRE ALARM PLANS.  CIRCUIT TO
20A/1P CIRCUIT BREAKER IN PANEL "ERB".
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